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SLAAPKAMER 3
V 3.00

P 2.72
opp. 10.76m²

K 1.1
V +39.06 m³/h

SLAAPKAMER 4
V 3.00

P 2.74
opp. 10.73m²

K 1.3
V +38.63 m³/h
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V 3.15
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K 1.2
V -5,22 m³/h
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K 1.6
V +56,88 m³/h
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opp. 18.80 m²

K 1.7
V +67.68 m³/h
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